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Battery Testing Hydrometer Kit
(Brannan product No. 10/721/0)

Instructions for Assembly and Use

To Use
To check the condition of Battery electrolyte, withdraw
a sample of the fluid by depressing the bulb. The
quantity should be sufficient to enable the hydrometer
to float when held vertically. The electrolyte should be
at approximately 20°C. Observe the coloured zone
corresponding to the liquid level. Yellow zone
indicates full charge, green is half charge and red is
empty.
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To Assemble
Moisten the inside of the open end of the bulb to allow it to fit over the open end of the
body (nearest to the plastic insert), the flange at the end of the body will locate in the
recess inside the mouth of the bulb.
Fit the hydrometer inside the body with the scale towards the bulb and through the hole
in the insert.
Push the nozzle fully into the open end of the body.
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